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PLACE 3/4" ® @)
PLYWOOD OUTSIDE
OF VAULT AROUND
PIPE TO BLOCK .
OUT DIRT. FILL @ T
ANNULAR SPACE L Fl -
WITH POLYURETHANE (SIZE TO MATCH PRV)
FOAM
(BOTH SIDES)

SIZE CHART
WATER | REQUIRED
MAINLINE| P.R.V.
SIZE SIZE

5" yy

8 i

10" 8"

12" 10"

14" 12"

16" 12"

14'—0"

3/4X1/4" REDUCER
WITH OIL FILLED GAUGE

3/4%3/4X3/4
BRASS TE BRASS HANDEL)
3/4 X 2° BRASS NIPLE

3/4" BALL VAVE

3/4 X 2" BRASS NIPPLE

NOT TO SCALE

PRESSURE REDUCING STATION (TOP VIEW)

ITEM DESCRIPTION
(¥ DUCTILE IRON TEE (FLXFLxFL)

(2) DUCTILE IRON REDUCER (MJxMJ)
(3 GATE VALVE (FLxFL) WITH HAND WHEEL
(® SOLID SLEEEVE WITH ROMAC GRIP RING

@ PRESSURE REDUCING, PRESSURE SUSTAINING VALVE (FLxFL)
(SIZE AS INDICATED ON SIZE CHART)
(CLA—VAL ONLY WITH SIGHT INDICATOR MODEL # 92-01)

(8) DUCTILE IRON SPOOL (FLXPE)
(?) DUCTILE IRON SPOOL (FLxFL) — 12" LONG

STEPS (6 @ 12") M.A. INDUSTRIES, INC. PSI-PF OR EQUAL
@ JACK STAND FOR PIPE SIZE AS SHOWN (SEE WTR 13)

STANDARD BRASS HOSE BIB
WITH VACUUM BREAKER (WITH

(2) REDUCING FLANGE (FLx2"TH)

@ 2" BRASS NIPPLE (THxTH) — 4" LONG

@ 2" BRASS 90 ELL (THxTH)

@ 2" BRASS NIPPLE LONG (THxTH)

@) 2" BRASS BALL VALVE (THxTH)

@) DUCTILE IRON FL x PE SPOOL

@8 2" BRASS COMPRESSION COUPLINGS WITH RESTRAINTS

2" PRESSURE REDUCING / PRESSURE SUSTAINING VALVE (THxTH)
(CLA—VAL ONLY WITH SIGHT INDICATOR MODEL # 92—01)

@@ 3/4" IP TAP, 3/4"x 2" BRASS NIPPLE, 3/4” BALL VALVE, 3/4x2" BRASS NIPPLE,
3/4"x3/4x3/4 BRASS TEE, 3/4"x1/4” REDUCER, WITH OIL FILLED GAUGE,

STANDARD BRASS HOSE BIB WITH VACUUM BREAKER, (WITH
(1) FLOOR DRAIN (24"x24") OPENING

BRASS HANDLE)
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2 — #5 BARS, TYP.
AROUND OPENINGS

NOTES:

| 1— ALL BOXES TO BE SRUCTURALLY DESIGNED FOR HS 20 LOADING
i D] H H - L L — - — MANHOLE RING & COVER SHALL BE D&L SUPPLY CO. NO'S.
i —[ i A—1460 — FOR 36" CLEAR OPENING
[ | A=1181 — FOR 24" CLEAR OPENING _ N
tozd — i 3— ACCESS M.H. & LID SHALL IMPRINT "WATER" IN COVER
» ¢ — [} \%~6 =, #5 BARS 4— ALL RE-BAR SHALL CLEAR END OF SLAB AND FACE OF WALL BY 3"
36" ! @ 9" 0.C 5— WHEN VAULT IS LOCATED IN THE ROAD, LOWER THE VAULT 12" BELOW GRADE
2 - 45 9 | 0.S. | ADD FILL MATERIAL BETWEEN ASPHALT AND TOP OF VAULT AS APPROVED BY CITY ENGINEER
BARS —”|_| |
| |
| | CONCRETE COLLAR (SEE FG-01)
I I
i | 9 — #5 BARS ACCESS M.H. & LID ("WATER” IMPRINTED IN COVER)
i i — @4 ocC. #5 DIAGONALS
. g —.@CBARS GRADE RINGS. AS REQ'D
| [\ -C. (MAX 1 RING) RESTORED ROAD SURFACE
1 A A A A I A A A A L . Y777777777777777777]
NN NN ~ Vi) \ 4. "/ / k. / L FILL_MATERIAL AS APPROVED
[ = — ] — > - 11 [ 1 [ ,/ [ BY THE CITY ENGINEER
_ 5 : | |
/ & 18 BARS } aj— #6 BARS @ 5" O.C. = =, | \I \_ i - 4
, 6 — # BARS @ 4" O.C. 2" CLEAR
5 — # BARS @ 5” O.C. > - ~—2x3
3 — 46 BARS 8 — # 6 BARS @ 5” O.C. T \—#s B:f:sBARS KEYWAY (TYP.)
: _ BARS
/ 2l,, M-A- INDUSTRIES, INC. PSI-PF OR EQUAL //— g'm" S
TYPICAL ALL WALL —1 [ #5 BARS @ 12" 0.C. —_|
= o Ll TYP.
UNLESS OTHERWISE 3, — PIPE AND FITTINGS Bk I
NOTED _| = — WALLS
© e 11/2"
. FLOOR DRAIN — b 2 L1 CLEAR (TYP.)
(247X24") OPENING >\ w|=  SLOPE FLOOR 1 /4 12 TO FLOOR DRAIN %o
A I o, (SLOPE NOT SHO " BARS © 12" 0. _| 24"
24" SQ BAR GRATING OVER 4" J 2" CLEAR N
20” SQ OPENING THRU FLOOR TYPT_\_I e ya A— L) N 30"
? K | N | #5 “L” BARS
; X @ 9” o.C.
-cl, 4
w
N\_COARSE GRAVEL SUM 2 = #5 BARS TYP.

(SEE 2.07 STABILIZATION MATERIAL UNDER SECTION 02230)

@ PERIMETER OF FLOOR
ENCASE GRAVEL IN
FILTER FABRIC

WALL & FLOOR REINFORING SECTION

NOT TO SCALE
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